U.L. SYSTEM NO. WL1052
METAL PIPE THROUGH 1—-HR. GYPSUM WALL
F RATING = 1~HR.
T RATING = O-HR.
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1. 1-HR. FIRE—-RATED GYPSUM WALL ASSEMBLY.

2. 10" DIA. (OR SMALLER) STEEL PIPE, 4" DIA. (OR SMALLER)
COPPER PIPE, EMT OR CONDUIT.

3. MIN. 5/8" DEPTH HILTI FS 601.

NOTE : NOMINAL ANNULAR SPACE OF 1/4" TO 1" REQUIRED.
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